
 
P.O. BOX 248, 1186 LOWER RIVER ROAD, NW  

CHARLESTON, TN. 37310-0248 
 
 

VIA: E-MAIL and US MAIL 
 

July 6, 2005 
 
Mr. David Athey, PE 
California Regional Water Quality Control Board 
Central Coast Region 
895 Aerovista Place, Suite 101 
San Luis Obispo, California 93401-5411 
 
Subject: Domestic Ion Exchange System Effectiveness 

Morgan Hill, California 
 
 
Dear Mr. Athey: 
 
Attached are the perchlorate analytical results from the domestic ion exchange (IX) systems recently 
installed on four domestic wells in the Morgan Hill/San Martin area. Groundwater, lead tank 
treatment, and lag tank treatment samples were obtained from the IX systems to determine the 
system’s effectiveness in removing perchlorate from groundwater. 
 
In all cases, the IX systems removed perchlorate to ND from water provided to the well owner and/or 
user. The results are summarized below: 
 

IX 
System 

Well ID Sample 
Date 

Groundwater IX Lead 
Treatment 

IX Lag 
Treatment 

Units

U Save 09S03E34C003 6/9/2005 84 ND ND ug/L

U Save 09S03E34C003 6/17/2005 90 ND ND ug/L

G 09S03E34C002 6/9/2005 76 ND ND ug/L

G 09S03E34C002 6/17/2005 72 ND ND ug/L

M 09S03E34R007 6/9/2005 6.1 ND ND ug/L

M 09S03E34R007 6/17/2005 6.7 ND ND ug/L

U 09S03E34G001 6/9/2005 49 5.2/6.4 ND ug/L

U 09S03E34G001 6/17/2005 47 8.4/10 ND ug/L

 
Sequoia Analytical utilized EPA analytical method 314.0 for perchlorate analysis, which has a 
practical quantitation limit of 4 ppb. Non-detect (ND) indicate that no perchlorate was detected at 
or above 2.0 ppb. 
 
A resin exchange has been requested for the IX system on well 09S03E34G001. Olin continues to 
provide bottled water for drinking and cooking use for each well. 
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If there are any questions, please do not hesitate to call. 
 
Sincerely, 
O L I N  C O R P O R A T I O N  

 
Richard W. McClure, P.G., REM 
Environmental Remediation Group 

 
 
/ATTACHMENT 
 
/cc (via e-mail): 

Mr. Doug Gillen, US Filter 
Mr. Eric Gobler, Central Coast RWQCB 
Ms. Sylvia Hamilton, PCAG Chair 
Mr. Thomas Mohr, Santa Clara Valley Water District 
Mr. Curt Richards, Olin 
Mr. Donald Smallbeck, MACTEC 
Ms. Beverly Vessa, Olin/Standard Fusee Repository 

 




















































































































